
6
0

0
 
R

O
A

D

TESTABLE BACKFLOW

PREVENTION DEVICE

PLAN
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WATER SERVICE

CONNECTION DETAIL

32mm,40mm & 50mm 

1. COUNCILS BACKFLOW PREVENTION OFFICER MUST BE CONSULTED PRIOR

TO THE INSTALLATION OF BACKFLOW PREVENTION DEVICES AT

COMMERCIAL AND INDUSTRIAL PREMISES.

2. ALTERNATE STAINLESS STEEL TAPPING SADDLES MAY BE CONSIDERED

WITH APPROVAL.

3. ALL 50mm SERVICES TO HAVE ACCESS COVERS INSTALLED AS PER 50mm

ROAD CROSSINGS.

NOTES

ELEVATION

D. MAUNDER 31/08/2016
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